






 







   










  








    



   










  








    













 







   










  








    



   










  








    













 







   










  








    



   










  








    













 







   










  








    



   










  








    







*Lake County Public Works uses the Lake County Public Environmental Laboratory for testing public drinking water.
This lab is certi�ed by the Illinois Department of Public Health and the Illinois Environmental Protection Agency. 
Public Works is performing these tests weekly. 





This value indicates iron content
of water from the distribution
system following treatment - or
what comes out of your faucet 
at home. 

The maximum contaminant level
established by the Illinois 
Environmental Protection Agency
is 1.0. 





This value indicates iron content
of water from the well prior
to distribution - before the water
gets to your home. 
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